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AGS RING LOCKOUT-TAGOUT CHECKLIST 
RESTRICTED ACCESS 

 
 

LOTO Applied                        Date:__________________ 
 
 

 
RAP________________ Life #____________ 

 
SWV_____________ Life #______________ 

 
 

LOTO Removed 
 

Partial      Total     Date_________ 
 

Partial    Total    Date____________ 
 

RAP________________ Life #____________ 
 

RAP______________ Life #________________ 
 

SWV________________Life #___________ 
 

SWV______________Life #________________ 

 
LOTO Items marked with * BEFORE MMPS. Remove MMPS LOTO Before *’d items. These items will be 

LOTO first, if this list is followed in order from beginning to end. 
 
 

 
Energy Control Device 

 
Lock # 

 
Key # 

 
RAP on 

 
SWV on 

 
RAP off 

 
SWV off 

F10 House 
 

SDRIVE PP2-SW13 
 

10L014 
 

F10-01 
 
 

 
 

 
 

 
 

 
* FPBLW PP2-SW11 

 
10L221 

 
F10-02 

 
 

 
 

 
 

 
 

 
* HPBLW PP2-SW12 

 
10L582 

 
F10-03 

 
 

 
 

 
 

 
 

LOTO PLUG BOX FOR 
F13 SEXT AUX-F10 

 
0389 

 
F10-04 

    

E10 House 
 

 FDS GAMMA TR 
 

10L086 
 

E10-01 
    

 
E10 LF DICSONNECT 

 
10L234 

 
E10-02 
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Energy Control Device 

 
Lock # 

 
Key # 

 
RAP 
on 

 
SWV on 

 
RAP off 

 
SWV off 

H10 House 
 

* G09A (F8,F9, G2, G3) BLW 
Switch 

 
10L474 

 
H10-01 

 
 

 
 

 
 

 
 

 
* G09B (G16,G17) BLW Switch 

 
10L461 

 
H10-02 

 
 

 
 

 
 

 
 

 
* H11A (H4, H5) BLW Switch 

 
10L417 

 
H10-03 

 
 

 
 

 
 

 
 

 
* H11B (H18, H19, I12, I13) 

BLW Switch 

 
3639 

 
H10-04 

 
 

 
 

 
 

 
 

 
* G09 Trim Bump   H10-B2-8 

 
3784 

 
H10-05 

 
 

 
 

 
 

 
 

 
* H11 Trim Bump   H10-B2-7 

 
10L248 

 
H10-06 

 
 

 
 

 
 

 
 

 
 H10 LF DISCONNECT 

 
3229 

 
H10-07 

    

 
H20 SEPTUM   H10-B1-2 

 
3503 

 
H10-08 

    

 
G10 KICKER H10-B2-6-2 

 
10L499 

 
H10-09 

    

 
H10 SEPTUM H10-B2-9 

 
3638 

 
H10-10 

    

ON H10 CAP BANK: 
H10 CAP SHORT 

 
3802 

 
H10-11 

    

G18 House 

FDS GAMMA TR 
 

10377 
 

G18-01 
    

F18 House 
AGS DAMPERS 

 
N/A 

 
KIRK KEY

    

I18 House 

FDS GAMMA TR 
 

10492 
 

I18-01 
    

BUILDING 921 
(SNAKE) RB 2P42-1-125  

N/A  
Kirk Key 

#125 
    

(SNAKE) RB 2F41-1-137  
N/A  

Kirk Key 
#137 

    

J18 HOUSE 
 

* J10 BUMP FDS 
 

3274 
 

J10-01 
 
 

 
 

 
 

 
 

 
J13 Sextupole PLUG BOX 

 
10L612 

 
J10-02 
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Energy Control Device 
 

Lock # 
 

Key # 
 

RAP 
on 

 
SWV on 

 
RAP off 

 
SWV off 

K18 House 
 

FDS GAMMA TR 
 

10L370 
 

K18-01 
    

L 18A House 
 

L20 Cap Short 
 

10L491 
 

L18-04 
    

 
* L18 A-A 

 
3154 

 
L18-02 

    

 
 L18 A-C 

 
10L447 

 
L18-03  

    

A10 House 
 

LFDC 
 

3518 
 

A10-01 
    

A18 House 
 

FDS GAMMA TR 
 

10L688 
 

A18-01 
    

B18 House 
 

Sextupole lockbox 
 

10L286 
 

B18-01 
    

C18 House 
 

FDS GAMMA TR 
 

10L822 
 

C18-01 
    

 
Building 929 Note: all *’d items must be completed before executing MMPS Lock out. 

 
 

* ACTIVE FILTER FDS 
 

10L208 
 

929-01 
 
 

 
 

 
 

 
 

 
MMPS LOCK BOX 

 
10L567 

 
929-2 

 
 

 
 

 
 

 
 

 
BUILDING 911 MULTIPOLE ROOM 

 
(QV) FDS#391-1 

 
10L432 

 
911-01 

 
 

 
 

 
 

 
 

 
(QH) FDS#391-2 

 
10L239 

 
911-02 

 
 

 
 

 
 

 
 

 
(SV) FDS#391-3 

 
10L211 

 
911-03 

 
 

 
 

 
 

 
 

 
(SH) FDS#394-1 

 
10L385 

 
911-04 

 
 

 
 

 
 

 
 

 
(QS) FDS#394-2 

 
10L244 

 
911-05 

 
 

 
 

 
 

 
 

OUTSIDE MP ROOM 
 (F20VB) FDS#565-A 

 
3315 

 
911-06 

    

OUTSIDE MP ROOM 
(G20VB) FDS#565-C 

 
10L187 

 
911-07 

    

911B; ABOVE MCR 
(AUX LF CORR) MAIN 

 
10L176 

 
911-08 
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Energy Control Device 

 
Lock # 

 
Key # 

 
RAP on 

 
SWV on 

 
RAP off 

 
SWV off 

 
BUILDING 912 

 
UQ1 - Royal 3F42-2(107) 

D107 
(Kirk) 

 N/A N/A N/A N/A 

 
UQ2 - Royal 3F42-2 (105) 

D105 
(Kirk) 

 N/A N/A N/A N/A 

 
UD1/D2 Royal 3F42-2 (106) 

D106 
(Kirk) 

 N/A N/A N/A N/A 

 
UTV1 60A FDS 

M36 
(Kirk) 

 N/A N/A N/A N/A 

 
UTH2 60A FDS 

M94 
(Kirk) 

 N/A N/A N/A N/A 

 
UQ3 100A FDS 

17348 
(Kirk) 

 N/A N/A N/A N/A 

CAS LOCKBOX 10L767 912-01     

 
AGS Token Box 

 
10L678 

 
AGS 

Token 
Box 
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